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Display Error Information Solution
dF Defrost --
sC Self clean --
FP Heating in room temperature under 8°C --
EHOO/EHOR Indoor unit EEPROM parameter error TS01-1DU
EL O Indoor/outdoor unit communication error TS02-L-INV
EHE3 The indoor fan speed is operating outside of the normal range TS04-L-IDU
ECSO QOutdoor temperature sensor is in apen circuit or has short circuited TS05-0DU
ECSI Outdoor unit EEPROM parameter error T501-0DU
EC g2 C_ondenser coil temperature sensor T3 is in open circuit or has short T$05-0DU
circuited
EC 3 Qutd_oor room temperature sensor T4 is in open circuit or has short 1905-0DU
circuited
EC 5y Compressor discharge temperature sensor TP is in open circuit or has 7505-0DU
short circuited
ECSS IGBT temperature sensor TH is in open circuit or has short circuited TS05-0DU
ECS6 Evaporator coil outlet temperature sensor T2B is in open circuit or has 7505-0DU
short circuited(for free-match outdoor units)
EC TS Open circuit or short circuit of outdoor temperature sensor or outdoor TS05-1-0DU
unit EEPROM parameter error
EHBO Irjdopr room temperature sensor T1 is in open circuit or has short T505-IDU
circuited
EH 6! Evaporlatorl coil middle temperature sensor T2 is in open circuit or has T505-IDU
short circuited
ECON The outdoor fan speed is operating outside of the normal range TS04-0DU
EH OB Indoor PCB/Display board communication error 7507
EL SC Refrigerant leakage detection TSO6-INV
PCSO IPM malfunction or IGBT over-strong current protection TS09-L
PCOi Over voltage or over low voltage protection TS10-L
PCB2 Top temperature protection of compressor TS11-L
PCCH Inverter compressor drive error TS09-L
PCCF PFC module protection TS30

MEBENW, KNTUMATULW, BUAEOHABNHOAEHWE, TENEKOMYHUKALWOHHA TEXHWKA, IOMO®OHU, YMEH 10M

gww,, PbAaIkiN TOSHIBA @mnippon AUX @hua @ FARFISA Gigaset FIBARO



www.bittel.bg

nnoeaus coous BAPHA BYPTrAC

yn. Hectop Abapxues 13 6yn. bptokcen 14 byn. 3-tv Mapr 30A yn. OppuH 50
I Ten. 032 27 00 27 Ten. 02 90778 78 Ten. 052 51 04 39 Ten. 0879 93 02 24

PCH0

Communication error between outdoor main chip and compressor
driven chip

TS33

PC03 High pressure protection or low pressure protection TS13-INV/TS28
ECod Qutdoor unit malfunction T518
FL09 Indoor and outdoor mismatch malfunction 1537

Kopose 3a rpewwku Ha Nippon moaenun Kacetn, KaHanu, TaBaHHuM

Malfunction Error Code | Timer Lamp Opatrfall:i::al;rmp
Indoor EEPROM malfunction ED X 1
Communication malfunction between indoor and outdoor units E1 X 2
Indoor fan speed malfunction E3 X 4
T1 temperature sensor apen or short circuit E4 X 5
T2 temperature sensor open or short circuit Es X B
Refrigerant leakage detection EC X 7
Water level alarm malfunction EE X 8
Communication error between master and slave unit (for twins system) E8 X 9
Another indoor unit malfunction (for twins system) E9 X 10
Qutdoor unit is faulty {for old communication protocol) Ed X 1
Owvercurrent protection (for some units) FO 0 1
T4 temperature sensor open or short circuit F1 0 2
T3 temperature sensor apen or short circuit F2 0 3
T5 temperature sensor open or short circuit F3 0 4
Qutdoor EEPROM malfunction (for some units) F4 ] 3]
Outdoor fan speed malfunction F5 0 6
T2B temperature open or short circuit (for free-match indoor units) F& 0 7
Communication error between auto-ifting panel and slim cassette F7 o] 8
Auto-lifting panel is faulty (for slim cassettes with an auto-liting panel) F8 @] 9
A:;oe-llhiﬁing panel is not closed (for slim cassettes with an auto-lifting Fa o 10
Eummunicaticrn malfunction between indoor two chips{For A6 Duct) FA 0] 11
IPM rmodule malfunction PO i 1
DC voltage too highftoo low protection P1 ¥r 2
Top of compressor high temperature protection F2 e 3
Low ambient temperature protection F3 ¥ 4
Inverter compressor drive protection P4 # 5
Compressor low pressure protection P& T 7
Outdoor IGBT sensor is faulty P7 e 8
O (on) X({off) riflash at 2Hz)
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Kopose 3a rpewku Ha Nippon - Myatucnaur

Operation Lam
Malfunction Emor Code | Timer Lamp pe(ﬂashes] P
Indoor EEPROM malfunction EQ X 1
Communication malfunction between indoor and outdoor units E1 X 2
Indoor fan speed has been out of contral E3 X 4
Qpen or short circuit of T1 temperature sensor E4 X 5
Open or short circuit of T2 temperature sensor ES X 6
Refrigerant leakage detection EC X 7
Water level alarm EE X 8
Overcumrent protection (For some units) FO o] 1
Open or short circuit of T4 temperature sensor F1 Q 2
Open or short circuit of T3 temperature sensar Fz o] 3
Open or short circuit of TS temperature sensor Fa o] 4
Outdoor EEPROM malfunction (For some units) F4 o 5
Qutdoor fan speed is out of control F5s 0 6
Open or short circuit of T2B temperature sensor F& o 7
Communication malfunction between indoor two chips{For A& Duct) FA o] 11
IPM module malfunction PO +r 1
Over voltage or over low voltage protection P1 i g 2
Too low ambient temperature protection P3 ¥ 4
|nverter compressor drive protection P4 4 5
Indoor units mode conflict - +r &
Low pressure protection of compressor P& T
O {on) X{off) +r{flash at 2Hz)
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